Abstract: Steam turbines play a vital role in the power industry. The efficiency of the steam turbine can be improved by reforming the flow structure. For the White cascade, a parallel channel which is an additional steam passage was designed to connect adjacent steam flow channels. In view of the steepening and sensitive characteristics of the steam condensation parameters in the White cascade, the two-fluid model was applied to study the condensation and aerodynamic characteristics of the prototype cascade and the modified cascade. Wetness losses were regarded as the evaluation standard, and the optimum design of the parallel channel was obtained. The influence of channel width was also studied. The location of the suction surface (D point) has great influence on the dehumidification performance of the cascade. On the contrary, the location of the pressure surface (C point) has no significant effect on dehumidification performance. Moreover, it is necessary to select the width of the parallel channel in combination with the cascade performance. It is suggested that the parallel channel width should be between 3 and 5 mm. The research results can provide a reference for the optimal design of a turbine stator cascade.
Introduction
In the 21st century, demand for electricity is increasing with rapid economic development. As the main energy conversion device for thermal power and nuclear power generation, the steam turbine plays an important role in electricity supply. Furthermore, to a certain extent, rational transformations of the internal structure of steam turbines contribute to an increase in steam turbine efficiency and a decrease in energy loss. The last few stages of a steam turbine low-pressure cylinder usually work in the wet steam region. In the course of rapid expansion of steam, due to the non-equilibrium condensation characteristics, the steam reaches the supersaturated state below the saturation line. When the expansion reaches a certain degree, the thermodynamic equilibrium state of steam is broken, and many small water droplets, so-called condensation nucleus, are generated in the steam flow. At the same time, the steam condensation zone experiences significant disturbance, called condensation shock. The condensation latent heat generated by the aggregation of vapor molecules makes the pressure and temperature rise and the Mach number decrease. The gradient of the steam parameters varies abruptly, resulting in the deterioration of steam flow. Moreover, the difference of temperature and inertia between the gas and liquid phases leads to irreversible thermodynamic loss during the heat transfer process and loss of dynamics due to the departure of the phase trajectories. The formation of water droplets will also cause erosion of the last stage of the steam turbine, resulting in significant economic loss. Therefore, dehumidification is necessary for the opening of a parallel channel on the cascade, the purpose of reducing the losses associated with wetness was achieved, and the distributions of the parameters of the condensing flow under different schemes were compared to determine the best design scheme. The final results can provide a scientific basis and reference for the optimal design of a turbine stator cascade.
Model Building

Mechanism of Wetness Losses
Compared to superheated steam, the existence of water droplets in wet steam unfavorably affects the thermodynamic and dynamic characteristics and weakens the ability of steam to generate useful energy, resulting in wetness losses. Wetness losses mainly include the following: Supercooling loss, viscosity loss, heat transfer loss, entrainment loss, brake loss, disturbance loss, working medium loss, and so on. Supercooling loss results from a decrease in the ideal specific enthalpy drop caused by supersaturated steam. Viscosity loss is derived from the friction between the two phases. Heat transfer loss stems from interphase differences in temperature. Entrainment loss is caused by the slip between the two phases. Brake loss is the energy consumption generated from water droplets impinging on the rotor blades irregularly. Disturbance loss comes from changes in the primary flow caused by water droplets. Working medium loss arises from useful steam being attached to the process of capturing water droplets, thus causing some favorable energy to not be utilized.
Due to the complexity of geometric channels inside steam turbines and the three-dimensional flow characteristics, it is not possible to assess the additional loss related to wet steam from the mechanism layer by rule and line. For different types of steam turbines, according to turbine experiments, the Baumann factor is approximately equal to 1 [25] , so the Baumann formula is used to calculate wetness losses in steam turbines, which is defined as:
where δh x is wetness losses, ∆h i is effective enthalpy drop without taking wetness losses into account, and x m corresponds to mean dry degree within a cascade. Figure 1 indicates wetness losses on the h-s diagram. As can be seen, 0 is the actual state point of steam of the inlet and 1 is the hypothetical state point without considering wetness loss. When considering wetness losses, the actual state of steam at the outlet of the stator cascade is 1'. From Equation (1) , it is certain that wetness leads to decreased efficiency. In engineering, this method is usually applied to evaluate the superiority of different working conditions and schemes. wetness was achieved, and the distributions of the parameters of the condensing flow under different schemes were compared to determine the best design scheme. The final results can provide a scientific basis and reference for the optimal design of a turbine stator cascade.
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where δhx is wetness losses, Δhi is effective enthalpy drop without taking wetness losses into account, and xm corresponds to mean dry degree within a cascade. Figure 1 indicates wetness losses on the h-s diagram. As can be seen, 0 is the actual state point of steam of the inlet and 1 is the hypothetical state point without considering wetness loss. When considering wetness losses, the actual state of steam at the outlet of the stator cascade is 1'. From Equation (1) , it is certain that wetness leads to decreased efficiency. In engineering, this method is usually applied to evaluate the superiority of different working conditions and schemes. 
Governing Equations
For the equation of steam nucleation, the widely used corrected model proposed by Wölk [26, 27] is adopted, with the definition of:
where J WS , q c , ρ g , ρ d , σ, m, r c , k, and T g denote nucleation rate per unit volume, condensation coefficient, density of gas, density of liquid, liquid surface tension, single molecular mass, critical droplet radius, Boltzmann constant, and gas temperature, respectively. Critical droplet radius r c is defined as follows [28] :
where S is supersaturation ratio and R is gas constant. Droplet growth is modelled with Young's modified form of Gyarmathy's growth law [29] , which is defined as:
where λ g , ∆T, r, h fg , K n , δ, p, T S , γ, ϕ(P) and P rg correspond to thermal conductivity of gas, supercooling degree of gas, droplet radius, condensation latent heat, Knudsen number, semi-empirical correction coefficient of droplet growth, gas pressure, saturation temperature, gas adiabatic constant, correction coefficient of droplet growth model, and Prandtl number, respectively. According to references [30, 31] , the continuity equation is in the following form:
The equation of conservation of gas momentum is as follows:
The equation of conservation of liquid momentum is:
The energy equation is expressed as:
where . m, u, x, τ, F D , S, and h t stand for mass generation rate, velocity component, Cartesian direction, viscous stress tensor, viscous resistance, calculation source term, and total enthalpy of gas, respectively. Combined with reference [32] , the calculation formula for wetness is written as:
The calculation formula for mass generation rate is:
where Y is wetness of flow and N denotes the amount of droplets in a unit volume. The state equation can be used to obtain vapor properties, which is defined as [22] :
where B and C are the second and the third Virial coefficients.
Numerical Method
In the current study, all the numerical calculations were based on the two-dimensional Reynolds averaged Navier Stokes (RANS) equation. The implicit density-based coupled solver was used in the simulation, and convective flux was calculated by the Roe [33] method. In addition, SST (Shear-Stress Transport) k-ω-k d was employed to calculate adhesion flow in the two-phase turbulence model. Meanwhile, the control equations of the vapor phase flow were discretized using a second-order explicit TVD (Total Variation Diminishing) scheme. Since the pressure coupling was not involved in the fluid flow control equations, the second-order precision QUICK scheme was imposed to disperse, and the alternating direction implicit iteration method was adopted to solve this problem.
Physical Model Description
Validation
In this section, to ensure the accuracy of the numerical model, the White cascade [11] was used to calculate the L2 case. The blade pitch was 87.59 mm, the blade axial chord length was 106.48 mm, and the blade chord length was 149.02 mm. For the L2 case, the inlet steam temperature was 354 K and the steam pressure was 40.9 kPa, while the outlet steam static pressure was 19.4 kPa. By importing the in-house CFD code, ANSYS-Fluent 17.0 was used to carry out a numerical calculation of the 2D White cascade investigated in this paper. Grid structures with different grid quantities (24,000, 32,000, 41,000, and 64,000) were utilized to implement the current numerical calculation. The resulting pressure ratio distribution of the blade surface is shown in Figure 2 . As observed in Figure 2 , apart from the relative distance between 0.75 and 0.85, the calculated values of the pressure ratio are in good agreement with the experimental values obtained from reference [11] , which indicates that the calculation model in this paper cannot capture the characteristics of the droplet growth process well. However, in general, the difference between the calculated values and the experimental values is not significant in engineering terms. Besides, in accordance with references [7, 12] , due to the difficulty in describing the droplet growth process, the present numerical calculation will deviate from the experiment to a certain extent, therefore a certain accuracy is obtained in this paper. In order to eliminate the impact of grid density on calculating the results and enhancing calculating efficiency, the physical model with a grid number of 41,000 was selected for subsequent calculation.
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Results and Discussion
Effect of the Location of Suction Surface (D point) on Condensation Flow
In light of the control variable method, the axial chord length of the location of pressure surface (C point) was set to 0.57, the width of the parallel channel was fixed at 5 mm, and the remaining boundary conditions with relevant parameter settings were kept constant. Based on the parameters listed in Table 1 , when compared to ORI, the outlet average wetness and wetness losses of the modified cascades are reduced, among which the values of the 0.57-0.79-5 case are minimal. In addition, it is interesting to note that the closer the location of the D point to the trailing edge of 
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Effect of the Location of Pressure Surface (C Point) on Condensation Flow
According to the previous analysis, the axial chord length of the location of the suction surface (D point) was set to 0.79 and the width of the parallel channel was fixed at 5 mm. The comparison of outlet mean wetness, wetness losses, and total pressure loss coefficient between the four C point setting cases and the ORI case are gathered in Table 2 . Compared with ORI, the four modified cases When it comes to the distribution of Mach number in Figure 6b , partitioning is needed. In the 0 to 0.3 interval, the Mach number curves of the five cases almost coincide and the parallel channels have little influence. In the 0.3 to 0.7 interval, the steam Mach number lines of the four modified cases basically coincide, but their slopes are less than that of ORI, which is mainly due to the parallel channel increasing the local temperature. That is to say, the increase of temperature leads to a rise in the local sound velocity, and the Mach number decreases when the velocity of flow changes little. In the 0.7 to 1.0 interval, because of the influence of cascade back pressure, the steam expansion and diffusion of the modified cascade are aggravated, and the slopes of Mach number line of the modified cases are larger than that of ORI before the occurrence of the condensation peak.
According to the previous analysis, the axial chord length of the location of the suction surface (D point) was set to 0.79 and the width of the parallel channel was fixed at 5 mm. The comparison of outlet mean wetness, wetness losses, and total pressure loss coefficient between the four C point setting cases and the ORI case are gathered in Table 2 . Compared with ORI, the four modified cases can effectively control the average wetness of the cascade outlet while the total pressure loss increases to a certain extent. The outlet average wetness, wetness losses, and total pressure loss of the four modified cases are not very different, and the distribution characteristics of wetness and nucleation rate are extremely similar, as shown in Figure 7 . can effectively control the average wetness of the cascade outlet while the total pressure loss increases to a certain extent. The outlet average wetness, wetness losses, and total pressure loss of the four modified cases are not very different, and the distribution characteristics of wetness and nucleation rate are extremely similar, as shown in Figure 7 . The distribution of nucleation rate and Mach number on the center line of the cascade is shown in Figure 8 . It can be seen that the steam nucleation process of the modified cases is obviously postponed. Moreover, the Mach number of the four modified cases at the outlet is greater than that The distribution of nucleation rate and Mach number on the center line of the cascade is shown in Figure 8 . It can be seen that the steam nucleation process of the modified cases is obviously postponed. Moreover, the Mach number of the four modified cases at the outlet is greater than that of ORI, which indicates that the parallel channel can improve the aerodynamic performance of the cascade to some degree. The nucleation rate and Mach number distribution of the four modified cases are in good of ORI, which indicates that the parallel channel can improve the aerodynamic performance of the cascade to some degree. The nucleation rate and Mach number distribution of the four modified cases are in good agreement, and the reason for the deviation from ORI is as described in the previous section. Generally speaking, the four locations of C point selected in this section have little effect on the distribution of steam parameters. 
Effect of Parallel Channel Width on Condensate Flow
In view of the better dehumidification characteristics of the 0.57-0.79-5 case, an analysis of parallel channel width was carried out based on this case. The relevant parameters of the parallel channel widths of 1 mm, 3 mm, and 5 mm are listed in Table 3 . It is found that increasing the parallel channel width can reduce the average wetness and wetness losses of the outlet with an increase in the total pressure loss. From the wetness distribution of Figure 9a , compared with ORI, the distinction in the wetness distribution characteristics of the modified cases is greater with the increase of parallel channel width, and the large wetness region moves upstream with a decrease in overall wetness of the cascade. When observing the Figure 9b , it is found that there are only slight differences in the distribution of nucleation rate between the three modified cases. 
In view of the better dehumidification characteristics of the 0.57-0.79-5 case, an analysis of parallel channel width was carried out based on this case. The relevant parameters of the parallel channel widths of 1 mm, 3 mm, and 5 mm are listed in Table 3 . It is found that increasing the parallel channel width can reduce the average wetness and wetness losses of the outlet with an increase in the total pressure loss. From the wetness distribution of Figure 9a , compared with ORI, the distinction in the wetness distribution characteristics of the modified cases is greater with the increase of parallel channel width, and the large wetness region moves upstream with a decrease in overall wetness of the cascade. When observing the Figure 9b , it is found that there are only slight differences in the distribution of nucleation rate between the three modified cases. As shown in Figure 10a , the peak values of nucleation in the three modified cases are almost the same, and the nucleation process is obviously delayed compared with ORI. As the parallel Figure 9 . Distribution of (a) wetness and (b) nucleation rate (part 3).
As shown in Figure 10a , the peak values of nucleation in the three modified cases are almost the same, and the nucleation process is obviously delayed compared with ORI. As the parallel channel width decreases, the onset of nucleation moves upstream, because the width determines the magnitude of the guiding flow.
the magnitude of the guiding flow.
According to Figure 10b , it is interesting to note that the wider the parallel channel, the more steeply the slope of the Mach number curve varies in the 0.8 to 0.95 interval (nucleation zone). The variation of the slope of the Mach number reflects the intensity of the condensation shock. Therefore, when selecting the parallel channel width, the comprehensive performance of the cascade should be taken into account. The average wetness and wetness losses of the cascade outlet with different parallel channel widths are compared in Figure 11 . When the parallel channel width is less than 3 mm, the change in amplitude of wetness and wetness losses is relatively small, and when the width is more than 3 mm, the variation is larger. The main cause of this phenomenon is the viscous resistance between the steam and the inner wall of the parallel channel. When the parallel channel width is small, the viscous resistance has a great influence on the steam flow in the parallel channel, and with increased width, the influence is reduced accordingly. In general, the parallel channel can significantly reduce the average wetness of the cascade outlet and improve the efficiency of the turbine stage. After considering the cascade performance, it is suggested that the parallel channel width is between 3 and 5 mm. According to Figure 10b , it is interesting to note that the wider the parallel channel, the more steeply the slope of the Mach number curve varies in the 0.8 to 0.95 interval (nucleation zone). The variation of the slope of the Mach number reflects the intensity of the condensation shock. Therefore, when selecting the parallel channel width, the comprehensive performance of the cascade should be taken into account.
The average wetness and wetness losses of the cascade outlet with different parallel channel widths are compared in Figure 11 . When the parallel channel width is less than 3 mm, the change in amplitude of wetness and wetness losses is relatively small, and when the width is more than 3 mm, the variation is larger. The main cause of this phenomenon is the viscous resistance between the steam and the inner wall of the parallel channel. When the parallel channel width is small, the viscous resistance has a great influence on the steam flow in the parallel channel, and with increased width, the influence is reduced accordingly. In general, the parallel channel can significantly reduce the average wetness of the cascade outlet and improve the efficiency of the turbine stage. After considering the cascade performance, it is suggested that the parallel channel width is between 3 and 5 mm. 
Performance Comparison of Modified Cases
The average wetness and wetness losses of the cascade outlet in all cases are shown in Figure  12 . It is obvious that the modified cases are superior to the ORI case in terms of average wetness and wetness loss, which indicates that the parallel channel can effectively control steam wetness and improve efficiency. Among the nine modified cases, the 0.57-0.79-5 case's outlet average wetness and wetness losses are the smallest. After comprehensive consideration, the 0.57-0.79-5 case is regarded as the best of those detailed in this paper, and the results can provide a reference for the optimal design of turbine stator cascades. 
The average wetness and wetness losses of the cascade outlet in all cases are shown in Figure 12 . It is obvious that the modified cases are superior to the ORI case in terms of average wetness and wetness loss, which indicates that the parallel channel can effectively control steam wetness and improve efficiency. Among the nine modified cases, the 0.57-0.79-5 case's outlet average wetness and wetness losses are the smallest. After comprehensive consideration, the 0.57-0.79-5 case is regarded as the best of those detailed in this paper, and the results can provide a reference for the optimal design of turbine stator cascades. 
Conclusions
The study of wet steam two-phase condensation flow is of great significance to improve the efficiency of steam turbines. This paper presents a new dehumidification method to improve turbine efficiency. The main conclusions are as follows:
(1) The location of the suction surface (D point) can significantly affect the distribution of steam nucleation rate and Mach number. The closer the D point is to the trailing edge of the cascade, the more prominently the steam nucleation is delayed, the smaller the average wetness at the cascade outlet is, and the better the dehumidification performance of the cascade is. (2) The location of the pressure surface (C point) has little effect on the distribution of steam nucleation rate and Mach number. The location of C point causes no significant difference in the average wetness of cascade outlet, indicating that it has little effect on cascade dehumidification performance. (3) It is necessary to choose suitable widths for parallel channels. A small parallel channel width corresponds to weak condensation shock intensity and poor dehumidification characteristics, while a large parallel channel width is associated with strong condensation shock intensity and better dehumidification characteristics. Considering the comprehensive performance of the cascade, it is suggested that the parallel channel width should be between 3 and 5 mm.
The future work will focus on the three-dimensional numerical simulation of parallel channels, with emphasis on the determination of the height of parallel channels. According to the actual standard, the more advantageous parallel design will be determined. The research will concentrate on how to avoid the unfavorable effects of parallel channels on steam flow. In addition, it is necessary to carry out the practical experiments associated with parallel channels. Obtained experimental data will be helpful in the future work on the model validation.
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